


CONSTRUCT JOINT SECURITY FORCES FACILITY                  DACA85-03-R-0033 
EIELSON AFB, AK 
 
 
AMENDMENT R0004 
 
 
General Clarifications: 
 

1. Reference R0003, item 11, Square footage requirement:  Per RFP page 246,  area 
is “As needed to support functions; approximately 426SM”.  It is therefore 
acceptable to provide less than 426SM so long as functiona l requirements are met. 

 
2. Reference R0003, item 15, Roof pitch requirement.  Rescind in its entirety. 

 
3. Reference R0003, item 18, OSI considerations:  Amendment R0003 suggests that 

the corridor system of the JSF building should consider future expansion.  Per Site 
Visit and Pre-proposal conference minutes, “OSI won’t be added on to the 
building.  There’s no near possibility of that occurring.”  This statement was in 
reference to foundation design and the impact of pounding piles adjacent to the 
JSF when/if it were to become a reality.  

 
 
RFP Amendment item: 
 
Section 00100, Tab E, Small Business Subcontracting Plan and Small 
Business Participation, modify “…within 24 hours of the proposal…” to 
“…within 1 business day of the proposal…” 
 
Section 01010, pages 132,166 and 215, Finishes, Floor, Change “Sealed 
concrete” to “Epoxy”.  
 
Section 01012, 1.2B, modify 1st and 2nd sentence to allow the 
government 21 days for review and comment. 
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